DTN2070 DP - Dimensional and Mounting Drawings

**Assembly can be mounted on bracket so that bleed valves are on bottom.**

**Zero/Span Adjustment** (see Detail A)

**4X 1/4 BOLTS**
Torque to 10-12 [1.8-1.3N-m]

**Process Ports**
1/4 NPT

**4X 3/8-16 UNC**
Torque to 45-50 [61-67.8 N-m]

**Customer Supplied**
Torque to 20 [27.1]

The bolt and nut orientation may be reversed from shown.